Application of different reporter-gene assays for the determination of estrogen and androgen active substances of ozone treated hospital wastewater.

Gehrmann, L.1, Bielak, H.2, Behr, M.3, Itzel, F.1, Lyko, S.4, Simon, A.2, Gotthard Kunze6, Dopp, E.2, Wagner, M.3, Tuerk, J.1

1 Institut für Energie- und Umwelttechnik e. V. (IUTA, Institute of Energy and Environmental Technology), Duisburg, Germany
2 WWF Rheinisch-Westfälisches Institut für Wasserforschung gGmbH, Muelheim an der Ruhr, Germany
3 Goethe University Frankfurt, Abteilung Aquatic Eco-toxicology, Frankfurt am Main, Germany
4 Emschergenossenschaft/Lippeverband (EGL/LV), Essen, Germany
5 Leibniz Institute of Plant Genetics and Crop Plant Research (IPK), OT Gatersleben, Stadt Seeland, Germany

Keywords
- Endocrine effects
- advanced wastewater treatment
- ozonation
- reporter-gene assays
- antagonistic effects

A good quality of water bodies is demanded e. g. by the EU Water Framework Directive, wherefore potentially harmful chemicals have to be removed. This includes endocrine disrupting chemicals, which are discharged into the environment mainly by wastewater treatment plants (WWTP). Advanced treatment with ozone successfully removes organic micropollutants but, in previous studies, an increase of estrogenic effects after the ozonation of hospital wastewater was observed. In order to investigate this effect, estrogenic and androgenic as well as anti-estrogenic and anti-androgenic activities were determined during treatment of hospital wastewater using three different effect-based reporter-gene bioassays: the estrogen and androgen receptor-mediated chemically activated luciferase gene expression assays (ER- and AR-CALUX), the Yeast Estrogen/Androgen Screen (YESTAS) based on Saccharomyces cerevisiae and the Arxula adeninivorans Yeast Estrogen/Androgen Screen (A-YES/A-YAS).

Methods

Influent O₃ after MBR after O₂ after O₃ after sand-filtration

Schematic setup of the wastewater treatment plant at the Marienkrankenhaus with indicated sampling points

Influent
after MBR
after O₃
after O₃
after sand-filtration

Extraction:
- Strata XL cartridges
- Resulting enrichment factor: 20×

WWTP at the Marienkrankenhaus Gelsenkirchen:
- hospital wastewater without rain water
- average inflow of 200 m³ per day
- Ozone dosages: 0.20, 0.45 and 0.70 mgO₃/mgDOC

Extraction:
- aqueous extract
- unfiltered
- filtered

Analysis using 14 assays:

- IWW
- MT (T47D + U2OS Zellen)
- GU
- YES
- Anti-A-YES
- Anti-YAS
- Anti-A-YAS
- Anti-YES
- Anti-ER-CALUX
- Anti-AR-CALUX
- AR-CALUX
- ER-CALUX
- A-YES
- A-YAS

Influent filtrated
after MBR
after O₃
after O₃
after SF
n = 8
n = 8
n = 8
n = 6

Comparison of assays:
- Differences among sensitivity and robustness against matrix effects
- A. adveninovans: no cytotoxic effects, CALUX assays: dilutions necessary, S. cerevisiae assays: cytotoxic effects mainly in influent samples.
- Resulting classification of samples is the same for all used assay systems and the results were comparable.

Results

Conclusions

The used receptor-gene based assays appeared to be suitable tools for the determination of endocrine disrupting substances in wastewater matrices. Although they differ among sensitivity and robustness against matrix effects the resulting classification of samples is the same for all used assay systems and the results were comparable. During wastewater treatment estrogenic and androgenic effects were reduced efficiently and no effects were detectable in the final effluent. In contrast anti-estrogenic and anti-androgenic activities were only reduced partly during MBR treatment and remarkable effects could be detected in the final effluent. The persistent antagonistic effects observed in the effluent are very difficult to evaluate for their ecotoxicological relevance because so far, little attention has been paid to steroid receptor antagonists. Results of this study showed the relevance of antagonistic effects in hospital wastewater and that there is still an urgent need for a better understanding of endocrine effects and especially about antagonistic effects. In contrast to routine chemical analysis, which is not sensitive enough to detect estrogens at environmental concentrations, bioassays enable a monitoring of the proposed environmental quality standard for surface waters. An open question is how the results of the effect based assays should be classified. Therefore an effect-based trigger value should be implemented.

Acknowledgment

The authors would like to thank for financial support from the “Ministry for Climate Protection, Agriculture, Nature Conservation and Consumer Protection of North Rhine-Westphalia (MKULNV)” within the program „Ressourcienefiziente Abwasserbeseitigung NRW“ (AZ 17-04.02.01-04a/2013). We would also acknowledge Jan Oesterbeck from the North Rhine-Westphalia State Agency for Nature, Environment and Consumer Protection (LANUV NRW) for the great guidance and support during this project. Our special thanks for support and helping hand during operation and sampling belong to the dedicated personnel of Emschergenossenschaft/Lippeverband.